
WTR 006
 CHLORINATION SYSTEM SCHEME 

DATA SHEETWTR006_Sistema_cloracion_completo_WTRpro-R1-EN 

Chlorine

BOMBAS DOSIFICADORAS

Water tank

WATER CONSUMPTION

RECIRCULATIONWATER INLET

WATER METER

Chlorine

DOSITEC Q

PROPORTIONAL
DOSING

CONTROL
Suggested parameters
Kp=50
Ki= 0
T delay = 2sWATER SAMPLED 50 l/h

ADJUSTING VALVE
Adjust this valve
to set the water 
sampled at 50 l/h

PRE-TREATMENT
TREATMENT

Homogenization outlets


